TOWNSHIP OF BRUCE

B R CE Building Department
223 East Gates Street

TOWNSHIP Romeo, Michigan 48065
Building Department Direct Line: 586-258-7053

Email: building @brucetwp.org
Web: www.brucetwp.org

Items needed for gas piping: Inspection is required when gas piping and all connections are complete,
A pressure test/gauge inspection is required with a note stating the test pressure used and the time and
date the test was started for pressure test inspection, or an affidavit/letter with below information
included is accepted by the Building Department.

NOTE: IF ANY PORTION OF ANY GAS LINE WILL BE COVERED UP OR CONCEALED, AN
INSPECTION OF THE INSTALLATION WITH A PRESSURE TEST 1S REQUIRED (CONCEALED WORK
MUST BE VISUALLY INSPECTED PRIOR TO CONCEALING). EXAMPLES; UNDERGROUND GAS
LINES, GAS LINES INSTALLED IN OR THROUGH ROUGH FRAMING THAT WILL BE CONCEALED.
ADDITIONAL INSPECTION FEES MAY APPLY.

Job Address Mechanical Permit #

Company Name

Contractor name

Address

City, State, Zip

Phone Fax

Mechanical Contractor License #

Classifications on License

On (date) a gas pipe pressure test was performed on the entire gas pipe system per
Section 406 requirements of the current International Fuel Gas Code and Section 2417 requirements of
the current Michigan Residential Code.

Test pressure used

Duration of test

Results of test

I herby certify that the above information supplied is true and accurate.

Signature of Mechanical Contractor named above Date



